Reduced Scheme

Existing Transmission Network
- **Existing 132kV line to be removed**
- 132kV Overhead Line
- 275kV Overhead Line
- 400kV Overhead Line

- Extension to Existing Glenlee Site
- 132kV Overhead Line to be re-conductored

Dumfries and Galloway Strategic Reinforcement

Map Scale @ A3: 1:450,000